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SHEET NOTES

GRAPHIC LEGEND

SCALE:  1/4" = 1'-0" A-21-A1 1
LACTATION W154A -
NORTH

SCALE:  1/4" = 1'-0" A-21-A1 2
PEDS EXAM 9 W163A -
NORTH

SCALE:  1/4" = 1'-0" A-21-A1 3
PEDS EXAM 9 W163A -
EAST

SCALE:  1/4" = 1'-0" A-21-A1 4
PEDS EXAM 9 W163A -
SOUTH

SCALE:  1/4" = 1'-0" A-21-A1 5
PEDS EXAM 9 W163A -
WEST

SCALE:  1/4" = 1'-0" A-21-A1 6
NEG ISO EXAM, PEDS
W152 - NORTH

SCALE:  1/4" = 1'-0" A-21-A1 7
NEG ISO EXAM, PEDS
W152 - EAST

SCALE:  1/4" = 1'-0" A-21-A1 8
NEG ISO EXAM, PEDS
W152 - SOUTH

SCALE:  1/4" = 1'-0" A-21-A1 9
NEG ISO EXAM, PEDS
W152 - WEST

SCALE:  1/4" = 1'-0" A-21-A1 10
TRTMNT 1, PEDS W147B
- NORTH

SCALE:  1/4" = 1'-0" A-21-A1 11
TRTMNT 1, PEDS W147B
- EAST

SCALE:  1/4" = 1'-0" A-21-A1 12
TRTMNT 1, PEDS W147B
- SOUTH

SCALE:  1/4" = 1'-0" A-21-A1 13
TRTMNT 1, PEDS W147B
- WEST

REFER TO SHEETS AI31-1 - AI32-5 FOR MATERIAL
LEGEND AND FINISH SCHEDULE.

1.

REFER TO S7 SUBMITTAL - VOL. 2 FOR
EQUIPMENT LIST AND CUT SHEETS.

2.

REFER TO AQ SHEETS FOR EQUIPMENT
LOCATIONS.

3.

REFER TO A-3 SHEETS FOR CEILING HEIGHTS.4.
ALL WALLS TO BE PAINTED P-1, U.N.O.5.
REFER TO SHEET A-81-1 AND A-81-2 FOR
TYPICAL MOUNTING HEIGHTS.

6.

ALL CEILING HEIGHTS TO BE 8'-0" A.F.F UNLESS
OTHERWISE NOTED.

7.

REFER TO ELECTRICAL AND TEL/COMM
DRAWINGS FOR POWER AND DATA
REQUIREMENTS.

8.

SCALE:  1/4" = 1'-0" A-21-A1 15
PEDS STAFF LOUNGE
W135B - SOUTH

KEYNOTES

SCALE:  1/4" = 1'-0" A-21-D1 17
HEALTH BENEFITS
C148A - WEST

SCALE:  1/4" = 1'-0" A-21-A1 16
SOILED UTILITY, PEDS
W169A - WEST

SCALE:  1/4" = 1'-0" A-21-A1 14
PEDS SCRN 1 W142B -
WEST

REFER TO 22/A-81-5 FOR TYPICAL PORCELAIN
TILE COARSING IN TOILET ROOMS.

9.

REFER TO A-95 SERIES FOR ENLARGED
MILLWORK PLANS AND ELEVATIONS.

10.

8.12 GYP.BD PAINTED TYPE P-3
8.29 SOLID SURFACE MATERIAL TYPE SSM-1
8.46 RIGID WAINSCOT WALL PROTECTION WP-4
8.61 PLASTIC LAMINATE TYPE PLAM-2
8.62 PLASTIC LAMINATE TYPE PLAM-3
8.63 PLASTIC LAMINATE TYPE PLAM-6

REFER TO PARTITION DETAILS FOR EQUIPMENT
RECESSED INTO RATED PARTITIONS.

11.

TOILET ROOM FIXTURES AND ACCESSORIES ARE
TO BE MOUNTED PER ADA.  REFER TO SHEET A-
81-3 AND A-81-4 FOR TYPICAL TOILET ROOM
MOUNTING HEIGHTS.

12.

ALL WINDOW AND DOOR FRAMES TO BE
PAINTED TO MATCH ADJACENT WALL.

13.

June 2, 2010
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SCALE:  1/4" = 1'-0" A-21-C2 8SPEC CT S138 - NORTH
SCALE:  1/4" = 1'-0" A-21-C2 9SPEC CT S138 - EAST

SCALE:  1/4" = 1'-0" A-21-C2 10SPEC CT S138 - SOUTH

SCALE:  1/4" = 1'-0" A-21-C2 11SPEC CT S138 - WEST
SCALE:  1/4" = 1'-0" A-21-C2 12
STAFF LOUNGE, NUC
MED S137 - NORTH

REFER TO SHEETS AI31-1 - AI32-5 FOR MATERIAL
LEGEND AND FINISH SCHEDULE.

1.

REFER TO S7 SUBMITTAL - VOL. 2 FOR
EQUIPMENT LIST AND CUT SHEETS.

2.

REFER TO AQ SHEETS FOR EQUIPMENT
LOCATIONS.

3.

REFER TO A-3 SHEETS FOR CEILING HEIGHTS.4.
ALL WALLS TO BE PAINTED P-1, U.N.O.5.
REFER TO SHEET A-81-1 AND A-81-2 FOR
TYPICAL MOUNTING HEIGHTS.

6.

ALL CEILING HEIGHTS TO BE 8'-0" A.F.F UNLESS
OTHERWISE NOTED.

7.

8.29 SOLID SURFACE MATERIAL TYPE SSM-1
8.36 GLAZING TYPE IGL-8
8.46 RIGID WAINSCOT WALL PROTECTION WP-4
8.51 WALL-MOUNTED INDIRECT LIGHTING
8.61 PLASTIC LAMINATE TYPE PLAM-2
8.63 PLASTIC LAMINATE TYPE PLAM-6

SCALE:  1/4" = 1'-0" A-21-C1 1
PATH WASTE/HOLDING
S115B - EAST

REFER TO ELECTRICAL AND TEL/COMM
DRAWINGS FOR POWER AND DATA
REQUIREMENTS.

8.

SCALE:  1/4" = 1'-0" A-21-C1 2BLOOD DRAWING AREA S117 - NORTH
SCALE:  1/4" = 1'-0" A-21-C1 3
BLOOD DRAWING AREA
S117 - SOUTH

SCALE:  1/4" = 1'-0" A-21-C1 5

CONFERENCE
ROOM/LOUNGE S128 -
WEST

SCALE:  1/4" = 1'-0" A-21-C2 7
PREPARATION S134 -
NORTH

SCALE:  1/4" = 1'-0" A-21-C2 6

CORRIDOR,
HAND-WASHING SINK
S130 - NORTH

SCALE:  1/4" = 1'-0" A-21-C1 4
CHANGING LOCKER 2
S123 - NORTH

KEYNOTES

REFER TO 22/A-81-5 FOR TYPICAL PORCELAIN
TILE COARSING IN TOILET ROOMS.

9.

A2.1.C2

REFER TO A-95 SERIES FOR ENLARGED
MILLWORK PLANS AND ELEVATIONS.

10.

REFER TO PARTITION DETAILS FOR EQUIPMENT
RECESSED INTO RATED PARTITIONS.

11.

TOILET ROOM FIXTURES AND ACCESSORIES ARE
TO BE MOUNTED PER ADA.  REFER TO SHEET A-
81-3 AND A-81-4 FOR TYPICAL TOILET ROOM
MOUNTING HEIGHTS.

12.

ALL WINDOW AND DOOR FRAMES TO BE
PAINTED TO MATCH ADJACENT WALL.

13.

June 2, 2010
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SCALE:  1/4" = 1'-0" A-21-C2 1
RAD/FLUORO S141 -
NORTH

SCALE:  1/4" = 1'-0" A-21-C2 2
RAD/FLUORO S141 -
EAST

SCALE:  1/4" = 1'-0" A-21-C2 3
RAD/FLUORO S141 -
SOUTH

SCALE:  1/4" = 1'-0" A-21-C2 4
RAD/FLUORO S141 -
WEST

REFER TO SHEETS AI31-1 - AI32-5 FOR MATERIAL
LEGEND AND FINISH SCHEDULE.

1.

REFER TO S7 SUBMITTAL - VOL. 2 FOR
EQUIPMENT LIST AND CUT SHEETS.

2.

REFER TO AQ SHEETS FOR EQUIPMENT
LOCATIONS.

3.

REFER TO A-3 SHEETS FOR CEILING HEIGHTS.4.
ALL WALLS TO BE PAINTED P-1, U.N.O.5.
REFER TO SHEET A-81-1 AND A-81-2 FOR
TYPICAL MOUNTING HEIGHTS.

6.

ALL CEILING HEIGHTS TO BE 8'-0" A.F.F UNLESS
OTHERWISE NOTED.

7.

REFER TO ELECTRICAL AND TEL/COMM
DRAWINGS FOR POWER AND DATA
REQUIREMENTS.

8.

SCALE:  1/4" = 1'-0" A-21-C2 7
READING ROOM S146 -
WEST

SCALE:  1/4" = 1'-0" A-21-C2 8
HOT LOCKER/DOSE CALIBRATION S149 -
EAST

SCALE:  1/4" = 1'-0" A-21-C2 9
LOCKER, CT S150 -
WEST

SCALE:  1/4" = 1'-0" A-21-C2 10MED PREP S155 - EAST
SCALE:  1/4" = 1'-0" A-22-C1 11
ULTRASOUND 02 S212 -
NORTH

SCALE:  1/4" = 1'-0" A-22-C1 12
ULTRASOUND 02 S212 -
EAST

SCALE:  1/4" = 1'-0" A-22-C1 13
ULTRASOUND 02 S212
-SOUTH

SCALE:  1/4" = 1'-0" A-22-C1 14
ULTRASOUND 02 S212 -
WEST

KEYNOTES

REFER TO 22/A-81-5 FOR TYPICAL PORCELAIN
TILE COARSING IN TOILET ROOMS.

9.

REFER TO A-95 SERIES FOR ENLARGED
MILLWORK PLANS AND ELEVATIONS.

10.

8.29 SOLID SURFACE MATERIAL TYPE SSM-1
8.36 GLAZING TYPE IGL-8
8.46 RIGID WAINSCOT WALL PROTECTION WP-4
8.51 WALL-MOUNTED INDIRECT LIGHTING
8.53 DIFFUSER GRILL
8.61 PLASTIC LAMINATE TYPE PLAM-2
8.62 PLASTIC LAMINATE TYPE PLAM-3
8.63 PLASTIC LAMINATE TYPE PLAM-6

REFER TO PARTITION DETAILS FOR EQUIPMENT
RECESSED INTO RATED PARTITIONS.

11.

SCALE:  1/4" = 1'-0" A-21-C2 5
RAD/FLUORO S141 -
SOUTHWEST

SCALE:  1/4" = 1'-0" A-21-C2 6
RAD FLUORO S141
CONTROL - EAST

TOILET ROOM FIXTURES AND ACCESSORIES ARE
TO BE MOUNTED PER ADA.  REFER TO SHEET A-
81-3 AND A-81-4 FOR TYPICAL TOILET ROOM
MOUNTING HEIGHTS.

12.

ALL WINDOW AND DOOR FRAMES TO BE
PAINTED TO MATCH ADJACENT WALL.

13.

June 2, 2010
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SHEET NOTES

GRAPHIC LEGEND

SCALE:  1/4" = 1'-0" A-22-A1 19
DTR MINI LAB W259C -
SOUTH

SCALE:  1/4" = 1'-0" A-22-A1 13
DTR, ORAL SURGERY
W250A - NORTH

SCALE:  1/4" = 1'-0" A-22-A1 14
DTR, ORAL SURGERY
W250A - EAST

SCALE:  1/4" = 1'-0" A-22-A1 15
DTR, ORAL SURGERY
W250A - SOUTH

SCALE:  1/4" = 1'-0" A-22-A1 16
DTR, ORAL SURGERY
W250A - WEST

SCALE:  1/4" = 1'-0" A-22-A1 17
DENTAL RECOVERY
W252 - NORTH

SCALE:  1/4" = 1'-0" A-22-A1 18
DENTAL RECOVERY
W252 - SOUTH

SCALE:  1/4" = 1'-0" A-22-B1 2
DTR GEN 01 W239A -
NORTH

SCALE:  1/4" = 1'-0" A-22-B1 3
DTR GEN 01 W239A -
EAST

SCALE:  1/4" = 1'-0" A-22-B1 4
DTR GEN 01 W239A -
SOUTH

SCALE:  1/4" = 1'-0" A-22-B1 5
DTR GEN 01 W239A -
WEST

SCALE:  1/4" = 1'-0" A-22-B1 6
DENTAL RM 1, PEDS
W238 - NORTH

SCALE:  1/4" = 1'-0" A-22-B1 7
DENTAL RM 1, PEDS
W238 - EAST

SCALE:  1/4" = 1'-0" A-22-B1 8
DENTAL RM 1, PEDS
W238 - SOUTH

SCALE:  1/4" = 1'-0" A-22-B1 9
DENTAL RM 1, PEDS
W238 - WEST

SCALE:  1/4" = 1'-0" A-22-A2 1
DENTAL TR, OH W237 -
WEST

REFER TO SHEETS AI31-1 - AI32-5 FOR MATERIAL
LEGEND AND FINISH SCHEDULE.

1.

REFER TO S7 SUBMITTAL - VOL. 2 FOR
EQUIPMENT LIST AND CUT SHEETS.

2.

REFER TO AQ SHEETS FOR EQUIPMENT
LOCATIONS.

3.

REFER TO A-3 SHEETS FOR CEILING HEIGHTS.4.
ALL WALLS TO BE PAINTED P-1, U.N.O.5.
REFER TO SHEET A-81-1 AND A-81-2 FOR
TYPICAL MOUNTING HEIGHTS.

6.

ALL CEILING HEIGHTS TO BE 8'-0" A.F.F UNLESS
OTHERWISE NOTED.

7.

REFER TO ELECTRICAL AND TEL/COMM
DRAWINGS FOR POWER AND DATA
REQUIREMENTS.

8.

SCALE:  1/4" = 1'-0" A-22-A1 10
DENTAL X-RAY W247 -
NORTH

SCALE:  1/4" = 1'-0" A-22-A1 11
DENTAL X-RAY W247 -
WEST

SCALE:  1/4" = 1'-0" A-22-A1 12
X-RAY SUPPORT W247A
- WEST

SCALE:  1/4" = 1'-0" A-22-A1 20
SOILED UTILITY, DENTAL
W256 - SOUTH

SCALE:  1/4" = 1'-0" A-22-A1 21
CORRIDOR, DENTAL
X-RAY W236 - NORTH

SCALE:  1/4" = 1'-0" A-22-A1 22
DTR, ORAL SURGERY 02
W250B - NORTH

SCALE:  1/4" = 1'-0" A-22-A1 23
DENTAL SCRUB AREA
W251A - EAST

KEYNOTES

REFER TO 22/A-81-5 FOR TYPICAL PORCELAIN
TILE COARSING IN TOILET ROOMS.

9.

A-22-B1

REFER TO A-95 SERIES FOR ENLARGED
MILLWORK PLANS AND ELEVATIONS.

10.

SCALE:  1/4" = 1'-0" A-22-A1 24
DENTAL SUBWAITING
W235 - WEST

8.12 GYP.BD PAINTED TYPE P-3
8.29 SOLID SURFACE MATERIAL TYPE SSM-1
8.34 GLAZING TYPE IGL-6
8.36 GLAZING TYPE IGL-8
8.61 PLASTIC LAMINATE TYPE PLAM-2
8.62 PLASTIC LAMINATE TYPE PLAM-3

REFER TO PARTITION DETAILS FOR EQUIPMENT
RECESSED INTO RATED PARTITIONS.

11.

TOILET ROOM FIXTURES AND ACCESSORIES ARE
TO BE MOUNTED PER ADA.  REFER TO SHEET A-
81-3 AND A-81-4 FOR TYPICAL TOILET ROOM
MOUNTING HEIGHTS.

12.

ALL WINDOW AND DOOR FRAMES TO BE
PAINTED TO MATCH ADJACENT WALL.

13.

June 2, 2010
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SHEET NOTES

GRAPHIC LEGEND

SCALE:  1/4" = 1'-0" A-22-C2 8TRIAGE 01 S262 - NORTH
SCALE:  1/4" = 1'-0" A-22-C2 9TRIAGE 01 S262 - EAST

SCALE:  1/4" = 1'-0" A-22-C2 10TRIAGE 01 S262 - SOUTH
SCALE:  1/4" = 1'-0" A-22-C2 11TRIAGE 01 S262 - WEST

SCALE:  1/4" = 1'-0" A-22-C2 1
TREATMENT, URGENT
CARE S256 - NORTH

SCALE:  1/4" = 1'-0" A-22-C2 2
TREATMENT, URGENT
CARE S256 - EAST

SCALE:  1/4" = 1'-0" A-22-C2 3
TREATMENT, URGENT
CARE S256 - SOUTH

SCALE:  1/4" = 1'-0" A-22-C2 4
TREATMENT, URGENT
CARE S256 - WEST

SCALE:  1/4" = 1'-0" A-22-C2 6
NEG ISO EXAM, URGENT
CARE S260 - NORTH

SCALE:  1/4" = 1'-0" A-22-C2 7
NEG ISO EXAM, URGENT
CARE S260 - EAST

SCALE:  1/4" = 1'-0" A-22-C2 5
MED, URGENT CARE
S259 - NORTH

REFER TO SHEETS AI31-1 - AI32-5 FOR MATERIAL
LEGEND AND FINISH SCHEDULE.

1.

REFER TO S7 SUBMITTAL - VOL. 2 FOR
EQUIPMENT LIST AND CUT SHEETS.

2.

REFER TO AQ SHEETS FOR EQUIPMENT
LOCATIONS.

3.

REFER TO A-3 SHEETS FOR CEILING HEIGHTS.4.
ALL WALLS TO BE PAINTED P-1, U.N.O.5.
REFER TO SHEET A-81-1 AND A-81-2 FOR
TYPICAL MOUNTING HEIGHTS.

6.

ALL CEILING HEIGHTS TO BE 8'-0" A.F.F UNLESS
OTHERWISE NOTED.

7.

REFER TO ELECTRICAL AND TEL/COMM
DRAWINGS FOR POWER AND DATA
REQUIREMENTS.

8.

SCALE:  1/4" = 1'-0" A-22-A1 14
BIOFEEDBACK W264 -
NORTH

SCALE:  1/4" = 1'-0" A-22-A1 15
BIOFEEDBACK W264 -
SOUTH

SCALE:  1/4" = 1'-0" A-22-C2 13
NOURISHMENT S261A -
SOUTH

SCALE:  1/4" = 1'-0" A-22-C2 12
NOURISHMENT S261A -
NORTH

KEYNOTES

REFER TO 22/A-81-5 FOR TYPICAL PORCELAIN
TILE COARSING IN TOILET ROOMS.

9.

REFER TO A-95 SERIES FOR ENLARGED
MILLWORK PLANS AND ELEVATIONS.

10.

8.29 SOLID SURFACE MATERIAL TYPE SSM-1
8.46 RIGID WAINSCOT WALL PROTECTION WP-4
8.61 PLASTIC LAMINATE TYPE PLAM-2
8.63 PLASTIC LAMINATE TYPE PLAM-6

REFER TO PARTITION DETAILS FOR EQUIPMENT
RECESSED INTO RATED PARTITIONS.

11.

TOILET ROOM FIXTURES AND ACCESSORIES ARE
TO BE MOUNTED PER ADA.  REFER TO SHEET A-
81-3 AND A-81-4 FOR TYPICAL TOILET ROOM
MOUNTING HEIGHTS.

12.

ALL WINDOW AND DOOR FRAMES TO BE
PAINTED TO MATCH ADJACENT WALL.

13.

June 2, 2010




