








_EXST_LEVEL 3_B_ROOF
+29' - 4"

26.2

2"

5.43

NEW MTL
COUNTER FLASHING

5.21

5.17

5.18

5.16

5.22

5.22

5.36

PROVIDE STL PLATE
AND STL TUBE AS
REQUIRED TO STABILIZE
MTL STUD CURB; TYP

MEMBRANE FLASHING
FASTEN ONE SIDE TO EXST
BRICK AND TIE-IN THE OTHER SIDE
TO FLASHING MEMBRANE FROM
THE ROOF ASSEMBLY; TYP

+ 32' - 8 1/2"

4 1
/4"A-52-10

6

5.49

PER FW-D-0003
TYP

GALV STL PLATE
PER FW-D-0003
TYP

85% +/- MOVEMENT
AT ALL EXPANSION
JOINT COVERS

COAT EXST
BRICKS WITH WATER
REPELLANT; TYP
AT SOLID BRICK WALL
EXPOSED TO WEATHER
AND BEHIND NEW CONSTRUCTION

5.11

FULL THICKNESS
AT ALL CURBS, TYP

+ 31' - 10"

SPRAY ON
FIREPROOFING
IS REQUIRED
IN AREA B
SEE REQUIREMENT
IN SPRAY ON
FIREPROOFING
SPECIFICATION
SECTION

_EXST_LEVEL 3

EX.B E

_B_ROOF
+29' - 4"

2"

EXST BRICK; COAT EXST BRICKS ABOVE NEW
THROUGHWALL FLASHING UP TO EXST COPING WITH WATER
REPELLANT; TYP AT ALL EXST SOLID BRICK WALL ABOVE NEW
THROUGHWALL FLASHING

EXST GROUT

5.535.43

5.18

5.21

5.26

5.17

5.18

5.16

5.22

5.49
2' - 2"

EXTEND AND INSERT
NEW MASONRY
REGLET TO GROUT
BETWEEN BRICK COURSES

COAT
EXST BRICKS
WITH WATER
REPELLANT
TYP AT ALL
SOLID BRICK
WALL EXPOSED
 TO WEATHER AND
BEHIND
NEW
CONSTRUCTION

5.22

5.36

5.12

+ 31' - 10 1/2"

_EXST_LEVEL 3

EX.30 27

_B_ROOF
+29' - 4"

5.16

5.36

5.225.225.49

5.12

+ 31' - 10"
NEW MTL FLASHING WITH
UPTURN

REMOVE AND REINSTALL EXST
LOUVER AS REQUIRED TO INSTALL
NEW MTL FLASHING

NEW MTL COUNTERFLASHING
OVER EXP JT COVER

5.21

5.11

5.17

5.18

5.18

_EXST_LEVEL 3

EX.AD

_B_ROOF
+29' - 4"

1' - 5"

2"

+ 31' - 6"

PROVIDE TERMINATION BAR,TYP
AT ALL FALSHING  AND
WATERPROOFING  TERMINATION

NOTE: REMOVE AND REINSTALL
ALL EXISTING CONSTRUCTION
AS REQUIRED TO INSTALL
NEW THROUGHWALL FLASHING: TYP

NEW THROUGHWALL
FLASHING

5.18

5.18

5.49

5.21

5.11

5.12

5.22

5.16

5.36

5.22

MISC STL AND
STL PLATE
AS REQUIRED
TO STABILIZE AND
FASTEN CURB; TYP

_EXST_LEVEL 1

EX.AD

_B_LEVEL 1
0' - 0"

5.345.34
CONC FOUNDATION
WALL, SEE STRC DRWG

 ELEVATOR PIT

GRAVEL BED

FILL

EXST
EXT BRICK WALL

SHAFTWALL
SEE PARTITION DRAWING
FOR DETAILS

SEALANT

COMPRESSIBLE
FILLER

 ELEVATOR SHAFT

THIS DETAIL IS TYP;
IT APPLIES TO ALL NEW
SLAB ON GRADE TO
EXST WALL CONSTRUCTION
AND OR
EXST SLAB  IN HIDDEN FROM
VIEW
LOCATIONS

_EXST_LEVEL 3

EX.AD

_B_ROOF
+29' - 4"

2' - 2"

EXST BUR
OVER FILL
OVER RIGID INSUL
OVER CONC SLAB
(VIF)

NEW ROOF CURB TO ROOF CURB
EXP JT COVER

INSULATING PREFAB
MTL CURB

REMOVE EXST
ROOFING AS REQUIRED
TO INSTALL WD BLOCKING
(ANCHORED TO CONC SLAB)

5.49

5.17

5.18

5.49

5.16

5.22

5.36

5.22

5.12

+ 30' - 10"

MEMBRANE FLASHING,
SELF SUPPORTING,
TIE IN WITH FLASHING
SHEET FROM
ROOF ON BOTH SIDES
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SHEET NOTES

KEY NOTES

SCALE:  1 1/2" = 1'-0" A-44-4 1
NEW ROOF TO EXST SOLID BRICK
PARAPET EXP JT DTL

SCALE:  1 1/2" = 1'-0" A-44-5 2NEW ROOF TO EXST SOLID BRICK WALL

SCALE:  1 1/2" = 1'-0" A-44-5 3
NEW ROOF TO EXST BRICK CAVITY WALL
EXP JT @___

SCALE:  1 1/2" = 1'-0" A-44-5 5
TYP NEW ROOF TO EXST BRICK CAVITY
WALL EXP JT DTL

SCALE:  1 1/2" = 1'-0" A-44-5 6
NEW SLAB ON GRADE-EXST EXT WALL
JOINT DTL AT ELEVATOR SHAFT

SCALE:  1 1/2" = 1'-0" A-44-6 4NEW TO EXST ROOF EXP JT

5.11 BATT INSULATION
5.12 RIGID INSULATION
5.16 MODIFIED BITUMEN ROOF
5.17 ROOF CANT, TYP
5.18 WOOD BLOCKING
5.21 6" MTL STUDS @16"0C
5.22 ROOF BOARD
5.26 EXTERIOR SHEATHING
5.34 WATERPROOFING MEMBRANE
5.36 VAPOR BARRIER
5.43 AL ROOF TO WALL EXP JT COVER
5.49 MANUFACTURED FIRE BARRIER
5.53 TWO PIECE COUNTER FLASHING

1. SPRAY ON FIREPROOFING IN AREA B
IS REQUIRED; SEE SPARY ON
FIREPROOFING SPECIFICATION
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