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REFER TO ARCHITECTURAL FINISH PLANS ON AI
SERIES FOR FINISHES.

1.

REFER TO MECHANICAL DRAWINGS FOR DIFFUSER
TYPES AND SIZES.

2.

REFER TO ELECTRICAL LIGHTING SCHEDULE FOR
FIXTURE TYPES.

3.

PROVIDE EDGE TRIM AT SOFFIT EDGE.4.
REFER TO RCP FOR LOCATIONS OF MEDICAL
EQUIPMENT AND STRUCTURAL DRAWINGS FOR
EQUIPMENT SUPPORTS.
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